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 FIRE SPRINKLERS 
-Discharge of Test Water- 

 
 
 

• New facilities:  Water from sprinkler system tests shall be 
discharged into the sanitary sewer. 

  

• Existing facilities: Sanitary system discharge is preferable.  If 
sanitary is not available, landscape area is acceptable. 

 

• Do not discharge into the storm drain! 
 
 
(Per D.P.W., Environmental Division, December, 2007) 

 
 

 


